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CATEGORY: Photoelectric Smoke Detectors
LISTEE: Detection Systems, Inc., 130 Perinton Parkway, Fairport, NY 14450

Contact: Frank Mioduszewski (585) 223-4060 Fax (585) 421-4263

DESIGN: Photoelectric type smoke detectors. Models are listed below:
DS250, DS250TH, DS250DH
DS282, DS282TH, DS282THS, DS282THC

DS284, DS284TH, DS284THC, DS284THR, DS284THS, DS284THCS, DS284THSR,
DS2841S, DS284THE, DS284ES, DS284THES

Model DS250TH, DS282TH and DS284THxx employ an integral 135° fixed temperature heat
detector. This heat sensor is intended for use only as a supplemental device to assist the
smoke detector. Refer to listee's data sheet for additional detailed product description and
operational considerations.

RATING: 8.5-33.0VDC

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes & ordinances
and in a manner acceptable to the authority having jurisdiction.

MARKING: Listee's name, model number, electrical rating and UL label.

APPROVAL: Listed as photoelectric smoke detectors for use with separately listed compatible fire alarm
control unit. Models DS250 and DS250TH are intended for use with separately listed bases
Models MB2W, MB2WL, MB4W, MB4WA or MB4WE. Model DS250DH is intended for use
with separately listed Duct Detector Housing Model *DS290 (SFM Listing No. 3240-
1062:136) or Models DS291 or DS292 (CSFM Listing No. 3240-1062:134). Refer to listee’s
Installation Instructions Manual for details.
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